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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Number BTank N‘;::::n Description Background Information Decuments/Sources of Fasc:hm :,‘fr::tf:on
uilding Information
Installed: assumed, 1952,
Gasoline Tank at during construction of Fire
B16-703 CFA Fire Station #2 Capacity: 500-gal Station No. 2. OU 4-03/CFA-18' Eliminate - 1
north of ICPP Status: removed 1995,
Trseaed Sssomad 1997
Water Tank during construction of Fire | Standard Number Assignments
B16-705 Fire Station #2 Capacity Station No. 2. for INEL Buildings, Structures Eliminate - 3
Status: inactive. and Roads (SDT-7026)
M Bell Tank Taied 1575
ountain Be| at stalied: . _ .2
CFA-01 CFA-644 Mountain Bell  Capacity: 500-gal  |Status: removed, 1991, Tank Removal Information Eliminate - 5
Garage Use: s e of line.
Mountajnag::% Tank at Inmﬂ%m u%wn Tank R : 3
CFA-02 CFA-644 Mountain Belll  Capacity: 59-gal  |Status: removed, 1992. emoval Summary Eliminate - 5
Garage Use: storage of diesel fuel.
Installed: assumed, 1938
Heating Oil Tank at during construction of Tank Removal Summary*
" ﬂ(fF Afmb B16-601 Capacitv: 1.000.eal [B1660L- and Elininate - 5
¢ :uplti"c:ﬁm)“ Fire Station #2 wpecity: LB | Status: removed, 1995. eroundwater modeling froinate -
(norih of ICPP) Use: storage of diesel fuel for
heating purposes.
UST at Nevada Circle Installed: 1958.
CFA-NEV-1 near Capacity: 500-gal  |Status: removed, 1991. OU 4-03/CFA-21" Eliminate - 1
CFA-629 Use: storage of diesel fuel #1
Office Bldg. '
UST at Nevada Circle Installed: 1958.
CFA-NEV-2 near Capacity: 500-gal Status: removed, 1991. OU 4-03/CFA-24" Eliminate - 1
CFA-629 Use: storage of diesel fuel #1
Office Building )
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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Name and . . Screening of CFA
Tank Number B Location Description Background Information Documents/Sources of Facility and Criterion|
£ Information
Installed: assumed, 1950,
Fuel Tank during construction of CFA-
CFA-605-W southwest of Capacity: 12,000-gal |605. OU 4-03/CFA-45 Eliminate - 1
CFA-605 Status: removed, 1991.
Use: storage of fuel oil.
Installed: 1948.
Fuel Tank at Status: confirmed removed
- ity: 1 1 - 19! imi -
CFA-606-E1 CFA-606 Capacity: 10,000-gal by gr ing rad OU 4-03/CFA-19 Eliminate - 1
Use: storage of fuel oil.
Installed: 1948.
Fuel Tank at o Status: confirmed removed t -
CFA-606-E2 CFA-606 Capacity: 10,000-gal by ground penetrating radar OU 4-03/CFA-19 Eliminate - 1
Use: storage of fuel oil.
Installed: 1944,
Fuel Tank at Status: last used 1950, not Tank Removal Summary
CFA-606-SW CFA-606 Capacity: 500-gal located with ground (3/12/92). Eliminate - 1
penctrating radar 1992,
Use: storage of fuel oil.
Installed: 1952.
Fuel Tank at former . Status: removed, 1985 or ’ ..
CFA-609+A CFA-609 Capacity: 275-gal 1986. OU 4-03/CFA-20 Eliminate - 1
Use: storage of fuel oil.
Installed: 1952. s
Underground Storage Status: removed, date INEEL UST Database
CFA-610 Tank at Capacity: 500-gal l o;vu'n. and Eliminate - 5
| CFA-610 Use: storage of fuel oil. groundwater modeling
Underground Storage ;n::ie:otl 19:2; ved with Tank Removal Summary
CFA-640W Tank at Capacity: 500-gal ) . (3/12/92). Eliminate - 1
ground penetrating radar.
CFA-640 .
Use: storage of fuel oil.
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Table 2. Results of CFA Tank Facliitles Screening.

Management Control
Tank Name and Screening of CFA
Descripti Infi ti
Tank Number Buildi tion ription Background Information Documents/Sources of Fa and Criterion|
] Infermation
F“‘époi ];6";1‘ at Instailed: 1949.
- . ity: 500- : . . _ag! iminate -
CFA-663 Lithologic Core Storage Capacity: 500-gal ISJI::::: rcm:\;:.d,mtﬁil OU 4-03/CFA-38 Eliminate - 1
Library ) # )
Installed: 1949.
U“de’g‘;m“:‘if’“’“‘ge Status: removed, 1990, o Remoul )
CFA-641-2 CFA-641 Capacity: 300-gal Use: storage of gasoline for T (10/(1);,’1989“0-;31“ Eliminate - 5
house ::xzcrgency pumps in CFA-
Tnstalled: T951.
Aboveground Storage Status: inactive, planned for INEEL Management of
CFA-645 Tank at Capacity: 500-gal removal 1997. Storage Tanks" Fliminate - 4
CFA-645 Use: storage of engine (MCP-456)
coolant.
Underground Storage Ins : 1944, ank al 7
CFA-656 ey E Capacity: 300-gal  'Status: removed, 1990, Tank Removal Summary Eliminate - 5
Use: storage of diesel fuel #2. (10/24/1990)
i B Underground Storage Instalfed: 1952. 5
INEEL UST Database
Tank at . Status: removed, date .
CFA-658 CFA-658 Capacity: 1,000-gal known. | and e Eliminate - 5
Office Building Use: storage of diesel fuel. groundwater m €
T T Tnstalled: 1950s.
Diesel Fuet UST at CFA S : b .;:z,kl994, INEEL UST Database’
CFA-668 668 Communications | Capacity: 1,000-gal rcer Ahc_ 1"7‘103" and Eliminate - 5
Building Use: storage of diesel fuel for groundwater modeling
_ emergency generator.
D‘mgrg:"k u Installed: 1950s.
CFA-674 South Warehouse Capacity: 260-gal  |Status: removed, 1990. OU 4-03/CFA-34! Eliminate - 1
. Use: storage of diesel fuel.
(south side)
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Tabie 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Name and Screening of CFA
Tank Number Building Location Description Background Information DoeumentsISo_urca of Facility and Criterion
] _ Information
S ATk o 5
CFA-674 West Capacity: 1,000-gal  |Status: removed, 1992. OU 4-03/CFA-28! Eliminate - 1
Warehouse .
. Use: storage of fuel oil.
_ (west side)
CFA-674 West e 12:;2:_1; e Installed: 1953.
i Capacity: 1,000-gal  |Status: removed, 1989. OU 4-03/CFA-35! Eliminate - 1
{duplicate number) Warehouse Use: ¢ of ic acid
(west side) + storage of sulfuric acid.
Gasoline Tank at Installed: 1951.
CFA-680 CFA-680 Capacity: 55-gal Status: removed, 1990. OU 4-03/CFA-36" Eliminate - 1
Storage Building Use: storage of gasoline.
Fuel Oil Tank at Instailed: 1949.
CFA-681 CFA-680 Capacity: 500-gal Status: removed, 1990. OU 4-03/CFA-37" Eliminate - 1
S e Building - Use: Storage of fuel oil.
Fuel Oil Storage Tank
Ingtalled: 1992. .
south of . o CFA Building and Structure .y
CFA-708 CFA-689 Capacity: 42,000-gal ISJt::u:t :;tl:e{.)f fioeet foel 2 Utilization Database, 1998 Eliminate - 4
Technical Center ' g )
Gasoline Tank at St renoved, 1996 ank Removal Logbook™
CFA-713-4 CFA-664 Capacity: 10,000-gal [0 "0V T D&DdT und"“‘“"“ Logh Eliminate - 5
Service Station - Storage ol g . and groundwater modeling
Gasoline Tank at Installed: 1951. Tank Removal Losbook™
CFA-713-5 CFA-664 Capacity: 8,000-gal  |Status: removed, 1996. D&Dd d::’"‘ L°31m Eliminate - 5
Service Station Use: storage of gasoline. and groundwater modeling
3 Propane Tanks at Capacity: Installed: date unknown. INEEL Management of
CFA-714, ABC CFA-645 tank 1-1145 gal | ns: imactive, 1995 s anks® Eliminate - 4
et Service Station tank 2-1000gal |0 TR ‘mg'l’:;% )
) __ Pumphouse. tank 3-1,000-gal * storage of propanc. (MCP-456)
Ao Tk Gt oo | NGEL Mgt
- o : remov s L
CFA-715 Service Station Capacity: unknown own Storacg; _'535116]:5 Eliminate - 4
Pumphouse Use: storage of antifreeze. M )
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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Name and Screening of CFA
ri
Tank Number B tion Description Background Information Documents/Sources of Facility and Criterion,
Informatien
Old Navy Septic Tank at ;‘Em'aﬁ_e‘.i: 1931. 1995
CFA-716 the Sewage Treatment Capacity: 10,000-gal Use: s. fheaﬁl; oil OU 4-08/CFA-08 Eliminate - 1
Plant (CFA-691) + storage o g ot
falled: 1963.
Fuel Oil Tank at Isjt:emrepme:; ;9:: CFA
- - 1 - =3 . " 9 1 1 -
CFA-721 CFA 66.2 Capacity: 5,000-gal 1702. Use: storage of heating OU 4-03/CFA-46 Eliminate - 1
Cafeteria .
oil.
- INEEL t of
. Installed: date unknown. Management o
Fuel Oil Tank Status: inactive. date Storage Tanks
CFA-723 (individual heating Capacity: unknown ] wu ’ (MCP-456) Eliminate - 5
systern) Use: storage of fuel oil. and
| ] 1 groundwater modeling
Fuet Oil Tank at Installed: 1951.
CFA-724 CFA-667 Capacity: 4,000-gal  |Status: removed, 1990. OU 4-03/CFA-33! Eliminate - 1
Storage Building Use: storage of fuel oil.
Fuel Oil Tank cast of Installed: 1944, OU 4-03/ )
CFA-725 CFA-667 Capacity: 180-gal  |Status: removed, 1990, -03/CFA-32, Eliminate - 1
Storage Building Use: storage of fuel o, See Table 10
Fuel O Tank at Installed: 1949
- - ) ; Tank Removal Summary
@ 1(1::; :3 ﬁ; ber) | Equi CFAt‘Sg_?’ \h | Capacity: 1,000-gal  |Status: removed, 1992. ) e Eliminate - 5
P ¥ 1z 5P Use: storage of fuel oil. (5/15/92)
Fuel Oil Tank southeast Installed: date unknown. Site Devel ¢ Plan'®®
of . Status: removed, date 1 velopimen .
CFA-T726 CFA-666 Capacity: unknown unknown. and . Eliminate - 5
Fire Station Use: storage of fuel oil. groundwater modeling
Fuel Oil Tank at Installed: 1953. Tank Removal §
CFA-727 CFA-687 Capacity: 1,000-gal |Status: removed, 1990. (10 ,;2/90) : Eliminate - 5
Lead Storage Building Use: storage of fuel oil.
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Table 2. Resuits of CFA Tank Facilities Screening.

Management Control
Tank Name and . Screening of CFA
Tank Number B tion Description Background Information Documents/Sources of Fa and Criterion
g Information ?
Fuel Qil Tank at Installed: 1950. INEEL Management of
CFA-736 CFA-603 Capacity: 1,000-gal  |Status: active. Storage Tanks® Eliminate - 4
Medical Dispensary Use: storage of heating oil. (MCP-456)
Emergency Generator Installed: 1963.
Tank at . Status: removed, 1993, -
CFA-737 CFA-688 Capacity: 2,000-gal replaced by Tank CFA-1706. Removed by MK-FiC Eliminate - 4
Technical Center Use: storage of diesel fuel.
Fuel Qil Tank at gzt:lf&f;é% L INEEL Management of
. : active, s Ll
CFA-738 HCF-A-‘S;;:I[ t Capacity: 2,500-gal Use: storage of heating oil for Storage Tanks Eliminate - 4
cating CFA-650/-633. (MCP-456)
Fuel Oil Tank at Isf:mm. dr;;zti 109
CFA-739 CFA-656 Capacity: 500-gal ) o OU 4-03/CFA-25! Eliminate - 4
Auxiliary G tar Use: storage of heating oil for
. a boiler at CFA-656.
Fuel Oil Tank west of Installed: 1953.
CFA-740 CFA-669 Capacity: 15,000-gal | Status: removed, 1990. OU 4-03/CFA-27" Eliminate - 1
Laundry Facility Use: storage of diesel fuel oil.
D“’“g:’g;”k at Installed: 1960. Tank Removal Summary
CFA-741-6 Servi . Capacity: 10,000-gal |Status: removed, 1989. (8/8/89). Eliminate - 5
ceIStatlon Use: storage of #2 diesel fuel
1 Fuel Tank . -
Diesel Fuel T: t
m@ﬁas ’ Installed: 1960. D&D Tank Removal Logbook
CFA-741-7 . ) Capacity: 10,000-gal |Status: removed, 1996. and Eliminate - §
Service Station Use: storage of #2 diesel fuel dwa odeli
Pumphouse : B . groundwater modeling
Fuel Tank at Installed: 1944.
CFA-742 CFA-640 Capacity: 500-gal Status: removed, 1991. OU 4-03/CFA-22° Eliminate - 1
Storage Building Use: storage of heating oil.
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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Number BM';:‘E; Description Background Information Documents/Sources of Fm '(’:':: r‘:om
Information
Installed: 1951.
Waste Qil Tank at Status: removed, 1990.
CFA-T43 CFA-664 Capacity: 1,000-gal  |Replaced by Tank CFA-743- QU 4-03/CFA-29" Eliminate - 1
Service Station A.
Use: storage of waste oil.
o Capacity: 1,000-gal
. Double wall fiberglass |Installed: 1991. "
S w”‘g&‘ _2643‘“‘ 8 | reinforced plastic tank |Status: removed, 1996, | P&D Tank R";ﬁg""‘ Logbook I
Service Station with interstitial Replaced Tank CFA-743. 4 odeli
monitoring and leak  |Use: storage of waste oil. groundwater modeling
. detection.
Was‘g&f;“;‘k at | Installed: 1960. |
CFA-744 Equi t Repair Capacity: 1,000-gal  |Status: removed, 1989. OU 4-03/CFA-30" Eliminate - 1
B[ i1di Use: storage of waste oil.
T o Capacity: 550-gal
Waste Oil Tank at Doubie wall fiberglass
A6 reinforced plasbt:crgtank Installed: 1991. .
CFA-7T44-A . . o .. Status: removed, 1996. Tank Removal Summary Eliminate - 4
Equipment Repair with interstitial Use: storage of waste oil.
Building monitoring and leak
detection.
Installed: date unknown.
Gasoline Tank east of Status: removed, date Site Development Plan (1990)
CFA-745 CFA-641 Capacity: unknown  funknown. and Eliminate - 5
Pumphouse Use: storage of gasoline for groundwater modeling
fire water pump.
Diesel Fuel Tank
beneath Installed: 1982. Site Development Plan"
CFA-746 CFA-604 Capacity: 285-gal Status: grouted in place. and Eliminate - 5
Emergency Generator Use: storage of diesel fuel. groundwater modeling

Building
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Table 2. Resuits of CFA Tank Facliities Screening.

Management Control
Tank Name and . Screening of CFA
Tank Number Location Description Background Information DocumentsISourm of Facility and Criterion
g' Information
Fneé:F 0:: I;Oazk at Installed: 1950. Site Development Plan'™
CFA-747 . ) Capacity: 1,000-gal  |Status: removed, 1990. and Eliminate - 5
Materials Testing ) . )
Use: storage of heating oil. groundwater modeling
Diesel Oil Tank at Installed: 1949,
CFA-748 CFA-641 Capacity: 55-gal Status: removed, 1990. OU 4-03/CFA-23! Eliminate - 1
Pumphouse Use: e of diesel oil.
Diesel Fuel Tank at I“Smm"u od: mvmed, dl 9199 : 0 INEEL UST Database5
CFA-748-B CFA-682 Capacity: 500-gal ) o and Eliminate - 5
Emergency Fire P Use: storage of diesel fuel for oundwater tin
geney ) emergency fire pump. & g
R“’Y"“‘]P;:k“::‘"‘e O Capacity: 10,000-gal  Tnstatled: 1987. INEEL Management of
CFA-749 Double contained above- |Status: active. Storage Tanks® Eliminate - 4
CFA-637 .
or ground storage tank.  |Use: storage of waste oil. {MCP-456)
. Fuel Oil Tank at Instalied: 1952.
CFA-750 CFA-659 Capacity: 1,000-gal  [Status: removed 1985. groundwater modeling Eliminate - 5
~ Office Building | Use: storage of diesel fuel.
) Installed: assumed 1951
Propane Tank at during construction of CFA- INEEL Management of
CFA-751 CFA-664 Capacity: 500-gal  |664. Storage Tanks® * Eliminate - 4
Service Station Status: inactive, 1995, (MCP-456)
E?tall : e of propane.
ed: )
P”FCF""AB ’g::;k at Status: inactive, 1996, INEEL Management of
CFA-752 . . Capacity: 1,000-gal  |planned for demolition in Storage Tanks® Eliminate - 4
Equipment Repair 1997 CP-456
Building : (M )
Use: storage of propane.
Raw Water Storage Installed: 1945.
CFA-753 DYOTIEC | Capacity: 500,000-gal {Status: active. Site Development Plan"? Eliminate - 3
Tank on Main Street
Use: storage of water.
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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Name and Screening of CFA
Tank Number Buildine Location Description Background Information Documents/Sources of Fa and Criterion
£ Information
Installed: 1959,
Diesel Fuel Oil at the . Status: removed 1997, ..
CFA-754-20 CFA Tank Farm Capacity: 20,580-gal Use: above { storage OU 4-09/CFA-42 Eliminate - 1
tank for diesel fuel.
Installed: 1950.
Diesel Fuel Oil at the Status: removed 1997.
-754- ity: 46,200- 4-09/CFA-42 ini -
CFA-T754-21 CFA Tank Farm Capacity gal Use: above ground storage QU 4-09/C Eliminate - 1
tank for diesel fuel.
Installed: 1950.
Diesel Fuel Qil at the . Status: removed 1997. ..
CFA-754-24 CEA Tank Farm Capacity: 20,580-gal Use: . storage QU 4-09/CFA-42 Eliminate - 1
u - o tank for diesel fuel.
Instalfed: 1950.
Diesel Fuel Oil at the ] Status: removed 1997, ..
CFA-754-25 CFA Tank Farm Capacity: 15,750-gal Use: above d storage OU 4-09/CFA-42 Eliminate - 1
tank for diesel fuel.
Installed: 1950.
Diesel Fuel OQil at the . Status: removed 1997. .
CFA-754-26 CFA Tank Farm Capacity: 29,998-gal Use: above gr storage OU 4-09/CFA-42 Eliminate - 1
tank for diesel fuel.
Installed: 1950.
Diesel Fuel Qil at the . Status: removed 1997.
_754- - - 4- imi -
CFA-754-27 CFA Tank Farm Capacity: 5,040-gal Use: above ground storage OU 4-09/CFA-42 Eliminate - 1
~|tank for diesel fuel.
Instailed: 1950.
Diesel Fuel Oil at the . Status: removed 1997. .
CFA-754-28 CFA Tank Farm Capacity: 5,040-gal Use: above ground storage OU 4-09/CFA-42 Eliminate - 1
tank for diesel fuel.
Installed: 1950.
. o Status: removed, 1983. 9 -
CFA-755 Reserve Fuel Oil Tank | Capacity: 60,060-gal Use: above ground storage QU 4-09/CFA-26 Eliminate - 1
tank for fuel oil.
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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Name and . . Screening of CFA
Tank Number B Location Description Background Information DocnmentsISo.urees of F and Criterion
Information ¥
Raw Water Storage Installed: 1950.
CFA-T756 Tank (underground) | Capacity: 250,000-gal |Status: inactive, 1994. Site Development Plan" Eliminate - 3
Main St. Use: storage of water.
, "mal:}%m.
Boiler House Tank at
CFA-665 Status: removed, 1983,
CFA-757-A Equipment Repair Capacity: 12,000-gal rgplaced by Tank CFA-757- See CFA-757-B Eliminate - 4
B g Use: storage of heating oil.
Boiler House Tank at Installed: 1983.
CFA-665 o Status: removed, 1994, . . ..
CFA-757-B Equipment Repair Capacity: 12,000-gal replaced by Tank CFA-1707, Tank removal information Eliminate - 4
Building Use: storage of heating oil.
Fuel (il Tank at ISnt:tus : wil;l, 1994
CFA-759 (?FA-671 Capacity: 19,000-gal replaced by Tank CFA-1708, Removed by MK-FIC Eliminate - 4
Boiler House . .
Use: storage of heating oil.
CFA-763 Waste Oil Tank at Instalied: date unknown.
(tank) CFA-677 Capacity: 15,000-gal |Status: removed, 1992. OU 4-03/CFA-31' Eliminate - 1
B Pumphouse i Use: storage of waste oil.
Propane Tank at Installed: 1983. INEEL Management of
CFA-TT1 CFA-617 Capacity: unknown  |Status: inactive, 1991, Storage Tanks® Eliminate - 4
Laundry Facility Use: storage of propane. (MCP-456)
Unde:ngmku und tStorage Installed: date unknown. INEEL Management of
CFA-772 CFA -6:4 Capacity: unknown Status: mactive, 1996. Storage Tanks® Eliminate - 4
Service Station Use: storage of gasoline. (MCP-456)
Underground Storage
Tank at Instailed: 1960.
CFA-773 CFA-665 Capacity: 1,000-gal !Status: removed, 1989. OU 4-03/CFA-30" Eliminate - 1
Equipment Repair Use: storage of waste oil.
Building
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Table 2. Results of CFA Tank Facilities Screening.

Management Control .
Tank Number BTfnkI i N‘:;:::n Description Background Information Documents/Sources of F.Sc:;:n:: grftf:on
] Information
Propane Tank adjacent Isnstallcd: a_ssumed 1950. INEEL Mansgement of
CFA-781 CFAGso Capacity: 124-gal U‘::‘:;‘;‘;‘:: lquid Storage Tanks® Eliminate - 4
Heating Plant bropane, (MCP-456)
Fire Water Tank at Installed: 1994. INEEL Management of
CFA-782 intersection of Nevada | Capacity: 500,000-gal | Status: active. Storage Tanks® Eliminate - 3
and Ogden Use: storage of water. (MCP-456)
- Liquid Propane Tank Installed: 1995. INEEL Management of
CFA-785 NW of transportation | Capacity: 18,000-gal |Status: active. Storage Tanks® Eliminate - 4
complex Use: storage of propane. (MCP-456)
Capacity: 1,000-gal
Antifreeze Tank at Um“:;:‘:’::g" Installed: 1994, INEEL Management of
CFA-791 CFA-696 i ' . Status: active. Storage Tanks® Eliminate - 4
. berglass reinforced )
Office Buiiding plastic storage tank with Use: storage of antifreeze. (MCP-456)
dry interstitial space.
Capacity: 2 S'Cﬂl-gal
Transportation Complex| ocTEround storage \p o 1994, INEEL Management of
tank. Double wall o 8 -
CFA-792 Bulk Storage ] Status: active. Storage Tanks Eliminate - 4
north of CFA-696 fiberglass reinforced Use: storage of new oil. (MCP-456)
plastic storage tank with
dry interstitial space.
Capacity: 2,500-gal
Oil Tank porthof | © mnd“g‘D"o““dubl?‘::ﬁe Installed: 1994, INEEL Management of
CFA-793 CFA-696 Transportation fiberglass reinforced Status: active. Storage Tanks® Eliminate - 4
Facility plastic storage tank with Use: storage of oil. (MCP-456)
dry interstitial space.
Capacity: 2,500-gal
Oil Tank north of Double wali fiberglass |Installed: 1994, INEEL Management of
CFA-794 CFA-696 Transportation| reinforced plastic storage |Status: active. Storage Tanks® Eliminate - 4
Facility tank with dry interstitial |Use: storage of oil. (MCP-456)

space.
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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Number nm‘;::;:n Description Background Information Documents/Sources of F::;:"E ::I:tf r‘:‘m
Infermation
Capacity: 6,000-gal
Waste Oil Tank north of| Double wali fiberglass |Installed: 1994. INEEL Management of
CFA-795 CFA-696 Transportation] reinforced plastic storage |Status: active. Storage Tanks® Eliminate - 4
Facility tank with dry interstitial |Use: storage of oil. (MCP-456)
space.
Capacity: 15,000-gal
Diesel Tank east of CFA| Doubie wall fiberglass |Installed: 1994. INEEL Management of
CFA-796 696 Transportation | reinforced plastic storage | Status: active. Storage Tanks® Eliminate - 4
Facility tank with dry interstitial {Use: storage of oil. (MCP-456)
space.
Capacity: 15,000-gal
Diesel Tank east of CFA| Double wall fiberglass (Installed: 1994. INEEL Management of
CFA-797 696 Transportation | reinforced plastic storage |Status: active. Storage Tanks® Eliminate - 4
Facility tank with dry interstitial |Use: storage of oil. {MCP-456)
space.
Propane Tank east of Instalied: 1995. INEEL Management of
CFA-798 CFA-696 Transportation Status: active. Storage Tanks® Eliminate - 3
Facility Use: storage of propane. {MCP-456)
Capacity: 13,000-gal
Gasoline Tank east of | Double wall fiberglass |Installed: 1994. INEEL Management of
CFA-799 CFA-696 Transportation| reinforced plastic storage |Status: active. Storage Tanks® Eliminate - 4
Facility tank with dry interstitial |Use: storage of gasoline. (MCP-456)
= space.
B Capacity: 12,000-gal
Fuel Tank north Double wall fiberglass |Installed: 1994, INEEL Management of
CFA-1701 of CFAG68 reinforced plastic storage |Status: active. Storage Tanks® Eliminate - 4
tank with dry interstitial |Use: storage of diesel fuel. (MCP-456)
space.
Capacity: 12,000-gal
Heating Oil Tank at | Doubie wall fiberglass |Installed: 1994. INEEL Management of
CFA-1702 CFA-662 reinforced plastic storage | Status: active. Storage Tanks® Eliminate - 4
Cafeteria tank with dry interstitial [Use: storage of heating oil. (MCP-456)
space.
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Tabie 2. Results of CFA Tank Facllities Screening.

Management Control
Tank Name and . L Screening of CFA
Tank Number Building Location Description Background Information Documents/Sources of Facility and Criterion
Information
Capacity: 1,000-gal
Installed: 1994,
Heating Oil Tank Double wall fiberglass ed 1.99 INEEL Management of
. . Status: active, replaces Tank . . .
CFA-1703 west of reinforced plastic storage Storage Tanks Eliminate - 4
CFA-668 tank with dry interstitial CFA-668.
] space Use: storage of heating oil. (MCP-456)
Capacity: 15;000-gal .
Double wall fiberglass Installed: 1_994' INEEL Management of
Fuel Tank west ] . Status: active, replaces Tank 2 ..
CFA-1704 reinforced plastic storage Storage Tanks Eliminate - 4
of CFA-608 tank with dry interstitial CFA-731.
© Use: storage of aviation fuel. (MCP-456)
Capacity: 12,'000-ga1 I ]
Heating Oil Tank Double wall fiberglass Stamlsl'e:;:;;’:t Iaces CFA- INEEL Management of
CFA-1705 west of reinforced plastic storage 712 ’ TP Storage Tanks® Eliminate - 4
CFA-609 tank mths:z;ntershhal Use: storage of heating oil. (MCP-456}
' Tnstalled: 1994,
ity: - : acti INEEL Management of
Fuel Tank south of CFA Capacity: 2,500-gal  |Status: active, replaces Tank g § o
CFA-1706 688 Underground storage |CFA-737. Storage Tanks Eliminate - 4
tank. Use: storage of diesel fuel for (MCP-456)
ency generator.
_ Tnstalled: T954.
Capacity: 12,000-gal Status: inactive 1996
. Double wall fiberglass S: IACV ’ INEEL Management of
CFA-1707 Heating Oil Tank west reinforced plastic storage replaced Tank S T 8 Eliminate - 4
: of CFA-665 e gry e [CPA-75TB, planned for torage Tanks -
>y demolition in 1997. (MCP-456)
space. Use: storage of heating oil.
Heating Oil Tank at ?t:zl:e:;ﬁm' laces Tamk | | oL Management of
eating a . i : active, replaces s L
CFA-1708 CFA-671 Capacity: 20,000-gal CFA.759. Stobx:(g:; I:;nks Eliminate - 4
Use: storage of heating oil. ( 6)
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Table 2. Results of CFA Tank Facilities Screening.

Management Control
Tank Name and . Screening of CFA
i i ments/Sources
Tank Number Building Location Description Background Information Docu \ of Facility and Criterion|
Information
. . Installed: date unknown. D&D Tank Removal Logbook'*
CFA-1709 Heat‘é‘;ﬂ::"k B 1 Capacity: 250-gal  |Status: removed, 1996. and Eliminate - 5

i Use: storage of diesel fuel. groundwater modeling
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